, 7'ON CENTER TYPICAL

g ? ULTRAVIOLET RESISTANT (UVR)
PVC PIPE, SEE PLANS FOR SIZE

|| IEIEIEIEIE ||t
|—|||—|||—|||—|||—||| = FINISHED GRADE

#4 x 18 INCH REBAR J-HOOK, REQUIRED
EVERY 7 FEET ALONG LENGTH, TYPICAL

UVR PVC PIPE,
INSTALLED ON GRADE

REBAR J-HOOK PIPE
SUPPORT

PVC 90 DEGREE ELBOWS,
SLIP X THREAD WITH REBAR J-HOOK PIPE SUPPORT

4 INCH LONG SCH 80 PVC
NIPPLE IN BETWEEN UVR PVC PIPE,
INSTALLED ON GRADE

T:m m_ UVR PVC ELBOWS,

L1 b SLIP X THREAD WITH

| |_| | |_| | T—TTT—TT T T T T— 4 INCH LONG SCH 80 PVC
I||—| || :| |[= ||: |_| = NIPPLE IN BETWEEN

SLOPE DIRECTION CHANGE SLOPE DIRECTION CHANGE
SECTION VIEW - N.T.S. PLAN VIEW - N.T.S.

NOTE:
ALL PVC PIPE AND FITTINGS INSTALLED ON GRADE TO BE ULTRAVIOLET RESISTANT (UVR).
USE TEFLON TAPE ON THREADED FITTINGS.
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