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SHEET INDEX
. LONING: WIRELESS IMPLEMENTATION ENGINEER:
‘; TREE
THE PROJECT CONSISTS OF THE REPLACEMENT OF (1) 30°—8" EXISTING OCTAGONAL CONCRETE STREET LIGHT N/A N/A
POLE WITH (1) NEW 31°—0” MODIFIED OCTAGONAL STEEL STREET LIGHT POLE FOR THE PURPOSE OF THE \CrownCastle
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COORDINATES = LATITUDE: 33.657557 N LONGITUDE:  -117.837682W APURAVA BAROT (206) 336-7391 PHONE: (818) 898-2352 55 PROJECTIO:
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TYPICAL PEDESTAL MOUNTING

ALTERNATE ANCHOR
BOLT INSTALLATION
USE 1/2"—13 BOLTS

SINGLE METER SERVICE PEDESTAL

DETAIL
1/27-13 BOLTS
= SUPPLIED WITH BASE
| 1 !
677

\W /2" ANCHOR

STANDARD FEATURES

BOLTS AS REQUIRED

METER SOCKET WITH TEST BLOCKS 4JAW

TYPICAL APPLICATIONS INCLUDE HIGHWAY, STREET
LIGHTING AND SIGNAL CIRCUITS.

STANDARD VOLTAGE 120/240VAC 1 PHASE 3 WIRE

AVAILABLE WITH ALL METERED CIRCUITS
OR METERED AND UNMETERED CIRCUITS

]

[o==]

|

48"

T PADLOCK

— SITE NAME:
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IRVINE

— SITE INFORMATION:

(PRELIMINARY ADDRESS)
CENTER MEDIAN ON UNIVERSITY DR.
328' E/O C/L HARVARD AVE.
IRVINE, CA 92612
(STEEL STREET LIGHT POLE)

— SHEET TITLE:

POWER PEDESTAL
DETAILS

— STAMP:

‘ Crown Castle

1100 DEXTER AVE. NORTH, SUITE 250
SEATTLE, WA 98109

Phone: (206) 336-7382

Fax: (206) 336-7388

— PLANS PREPARED BY:
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services

PRESCOTT COMMUNICATIONS INC.

10640 Sepulveda Blvd. Suite 1, Mission Hills, CA 91345
Phone No.: (818)898-2352 Fax No.: (818)898-9186

— C.E.S. PROJECT NO.:

76000629-15

r REVISIONS:
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VH

T 1 06-2/-15 PRELIMINARY - VH

0osP J H
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ospP

DRAFTER:

QcC:
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— SHEET NUMBER:

00.95" SEPARATE DEAD FRONTS FOR BREAKERS AND CROUND ROD & ——
: ¢ COMPONENTS CUSTOMER SERVICES
3 00" PHOTOELECTRIC SOCKET, RELAYS AND TEST SWITCH .
ag 5 ‘ AS REQUIRED PER JOB SPECIFICATIONS 8
17.25" 12.25" ) J/)
| T HINGED
B DOOR : /(
‘ﬁ F" 2 O O : 99 99 <’A 4
| - o0 - — 7 — }
SLOTS FOR BASE 5 N
INSTALLATION —_— FRONT VIEW SIDE VIEW o E a?, -
18757 — e =
REQUIRED BY S.C.E.
200 AMP MYERS ELECTRICAL METER PEDESTAL SCALE: 200 AMP MYERS ELECTRICAL METER PEDESTAL SCALE:
N.T.S. (ISOMETRIC VIEW) N.T.S.
PLACE #4 REBAR +127 ON CENTER MAX. (GR\D)
AFTER CONDUIT INSTALLATION. NO REINFORCING
STEEL TO COME IN CONTACT WITH SOIL.
— 2 /‘ ) —
7 177 2
:C\l
‘ as, N N a s
|| |
CIRCUIT DIRECTORY
NO. DESCRIPTION AMP | POLE M l («S POWER PRODUCTS, INC.
B1 | UTILITY SERV. DISC. 200 2 725 E. HARRISON, CORONA CA 92879
MEUG20-M200 (MOD) e
52 | GENERATOR DISC. 200| 2 | 120/240 VAC 1 PHASE 3 WIRE 200 AMPS MAXIMUM T =
SEE MAIN BREAKER HANDLE = | - A W | s
~ (@) — O
MYERS POWER PRODUCTS INDUSTRIAL CONTROL-SUITABLE ONLY FOR N O M Y E R S LCB N
N SN @@vx«s USE AS SERVICE EQUIPMENT. — 48
< - 725 E. HARRISON ST., CORONA, CA. 92879 4{
> CAT. NO. MEUG20-M200 (MOD) RAINPROOF TYPE 3R.
SEE DRAWING 5101246 FOR WIRING DIAGRAM s
_ 120/240 v 1 b 3 W 200 aups METER SOCKET 200 AMPS CONTINUOUS
AIAW UTILITY S.CE. 42K AIC MANUAL BYPASS DEVICE ' . '
by p DISTRIBUTOR CAUTION: CIRCUIT MAY BE LIVE . £
K 45 CONTRACTOR WITH METER REMOVED ' a N L
TEST BLOCKS N FINISH COLOR B L7 GREEN [J wHITE [] DK. GREEN WVATTHOUR METER NOT INCLUDED IN ) r SROFILE 7’B ., ) r
[ oTHER THE SHORT-CIRCUIT CURRENT RATING" = =
== STATE INSPECTION REQUIRED Ovyes [0 nNo UTILITYS-I-EEC?MBNNATION o o
U.L. LABEL ] SERVICE EQUIPMENT TEST
B INDUSTRIAL CONTROL U N WERSWY DR
[o [] CABINET & BOXES BLOCKS GENERATOR C/F C/F
NAMEPLATES [] BREAKERID. | RECEPT.
- O [ ) ”
‘ 1 : PHENOLIC = fgg:ﬁg? NO E E @ 24
D ] D [l POWER POLE NO. » ” »
| / PHOTOCELL REQUIRED [Jyes [J No PHOTOCELL PROVISIONS [Jyes [ NO DA N 0B Bl <¥ B2 L» E— 10 10 -— <27 4
\71 MYERS METERED UNDERGROUND SERVICE PEDESTAL WIRE CONNECTORS: USE AL/CU H —H H
C/B INTERLOCK )\ )\ )\ NEMA 3R CONSTRUCTION- -STAINLESS STEEL HARDWARE ' CONDUCTORS T (C/B INTERLOCK) jL ? GRADE P y
POLYESTER POWDER COAT FINISH OVER ZINC COATED STEEL EQUIPMENT GROUND TERMINATION: g 4 - =
p N D O e g ORS00 ST PER GPENING FOR EQUIPMENT GRD. ETH pover ol o Ty
MATERIAL LIST SYMBOL RANGE TORQUE: IN.LBS. PROFILE A
HINGED NO DESCRIPTION QTY |AMP | POLE | KAIC MYERS PIN X ] A #6-250MCM 250 NEUTRAL
DEADERONT ) B1| UTILITY SERV.DISC. 1 |200]| 2 42K | CH TYPE ED2200L G21073 #14-10 32 (BONDED) 21"
22 B2 GEN. DISC. 1 |200]| 2 42K | CH TYPE ED2200L G21073 @) #8 36 @g
GR| GEN.RECEPTACLE 1 | 200 4 240V | HBL#4200RS1IWR Y30013 #6-4 41 ° 3 5” 8 5” 2” 4”
# 3-1/0 45 : . .
#14-10 18
/\e { #8 23 G% ©) * H
1 #6 32 ° GRADE a
P =
INTERIOR VIEW REAR LANDING DETAIL, COVER REMOVED PR T RICAL CORNECTIONS, CHECK A: QT w s . l
TIGHTNESS BEFORE ENERGIZING! 'S} 8" } Ny { 8"
SIZE TORQUE (IN.LBS.) J:f G PROFILE B
# 10-32 10-15 —
#1/4-20 50-60 SERV. GRO. |TNUTRE,\rlzr\T/|CE)DF|G\IE gé\ggﬁ;gzlpowom TO RESTORE POWER:
200 AMP MYERS ELECTRICAL METER PEDESTAL SCALE:
BONDED NEUTRAL, REMOVE BONDING MEANS FOR TEST PURPOSES ONLY CON CR ETE PAD N T S
SERVICE DISCONNECT: CUTLER-HAMMER TYPE ED.
FOR BASE DETAIL SEE MYERS CATALOG.
DATE: 12/07/05 BY: JLT s/io# SM95073 F5101246
SHORT CIRCUIT RATING: RMS SYMMETRICAL AMPS 42,000 AT 120/240 VAC. THE SHORT CIRCUIT
RATING IS LIMITED TO THE LOWEST INTERUPTING CAPACITY OF ANY DEVICE INSTALLED THERIN
REPLACEMENT BREAKERS MUST BE SAME TYPE AND RATING. FIELD INSTALLED CONDUCTORS SHOULD
BE SIZED BASED ON 60°C AMPACITY FOR 14-1 AWG AND 75°C AMPACITY OVER 1 AWG PER TABLE . 2 v,
310-16 OF NEC. i
7z Z +
A
ﬂ q ”
A 4
o v * GRADE
8 . 2 ANACCACUADCANCAN
PN
TR
‘ SUSOUANUANUA
4 p NN
ISAVAV A A AN S AN
’ //\/ \///\///\///\ / e \/ s / 7
5/8"8 x 4" HILTI KWIK BOLT Il
OR EQUAL ANCH. BOLTS
MYERS ELECTRICAL METER PEDESTAL SCALE: 200 AMP MYERS ELECTRICAL METER PEDESTAL SCALE: TYPICAL ANCHOR BOLT DETAIL SCALE:
(200 AMP WITH GENERATOR PLUG) N.T.S. (WIRE DIAGRAM) N.T.S. N.T.S.
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* EXTERIOR TO BE COATED WITH TNEMECO WATERPROOFING 46-465
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! \ ,
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NON=SKID LID DETAIL

N.T.S.

ki

42" x 427 SYRACUSE
DT—9HD—YA HATCH
10 BE CAST INTO LID

ON LID ONLY

N/

7/8" x 3=0" UNISTRUT —

VIEW D

SCALE A" =1"-0"

PRODUCT WEIGHTS

SECTION WEIGHT (LBS) | VOLUME (CY)
LD 1575 0.3890
BASE 8545 2.1106

SHOP NOTES

— SITE NAME:

LADO051-11

IRVINE

1. CONCRETE STRENGTH: 6000 PS|
2. CONCRETE FINISH: SMOOTH FINISH

DESIGN NOTES

1) MIN. DESIGN CRITERIA IS AS NOTED UNLESS
OTHERWISE SPECIFIED
2) DESIGN LOADINGS:
A. AASHTO HS - 20 - 44, W/ IMPACT.
B. SOIL WEIGHT =120 PCF
C. DEPTH OF OVERBURDEN: 0.0' MIN. - 0.0'
MAX.
D. ASSUMED WATER TABLE: BELOW
BOTTOM OF VAULT.
E. EQUIV. FLUID PRESSURE = 40 PCF.
F. 80 PSF LATERAL LIVE LOAD SURCHARGE
3) CONCRETE 28 DAY COMPRESSIVE
STRENGTH SHALL BE 6000 PSI (MIN.)
4) STEEL REINFORCEMENT: REBAR, ASTM
A-615 GRADE 60
5) CEMENT: ASTM C-150 SPECIFICATIONS

— SITE INFORMATION:

(PRELIMINARY ADDRESS)
CENTER MEDIAN ON UNIVERSITY DR.
328' E/O C/L HARVARD AVE.
IRVINE, CA 92612
(STEEL STREET LIGHT POLE)

— SHEET TITLE:

VAULT DETAILS

LIGHT BROOM FINISH

4'—0" BONDING RIBBON
TIED TO REINFORCEMENT
W/ 2'=0" EPOSED

92" PVC PIPE
10 BE ST N

— STAMP:

‘ Crown Castle

1100 DEXTER AVE. NORTH, SUITE 250
SEATTLE, WA 98109

Phone: (206) 336-7382

Fax: (206) 336-7388

— PLANS PREPARED BY:

cable

services

engineering

PRESCOTT COMMUNICATIONS INC.

10640 Sepulveda Blvd. Suite 1, Mission Hills, CA 91345
Phone No.: (818)898-2352 Fax No.: (818)898-9186

— C.E.S. PROJECT NO.:

76000629-15

- REVISIONS: DRAFTER:

11 06—-27—15 PRELIMINARY o

OSP

DRAFTER:

Qc:

OSP

DRAFTER:

QC:

OSP

DRAFTER:

QC:

OSP

DRAFTER:

QC:

OSP

DRAFTER:

QC:

OSP

8392 RIVERVIEW PARKWAY, LITTLETON, CO 80125
PHONE: 303-791-1100 FAX: 303-791-1120

DRAFTER:

QC:

OSsP

’. Oldcastle Precast”

THIS DOCUMENT IS THE PROPERTY OF OLDCASTLE PRECAST, INC.

WAY INJURIOUS TO THE INTERESTS OF SAID COMPANY.
COPYRIGHT @ 2009 OLDCASTLE PRECAST, INC. ALL RIGHTS RESERVED.

[T IS SUBMITTED FOR REFERENCE PURPOSES ONLY AND SHALL NOT BE USED IN ANY

4=0" x 4=0" UTILITY VAULT

— SHEET NUMBER:
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— SITE NAME:

(NOTE: R
A WEATHER & CORROSION RESISTANT SIGN .
PER G.0. 95 RULE 94.5 (MARKING) REQUIREMENTS NOTE UNﬂ\/ERSH
SHALL BE AFFIXED TO THE SITE POLE NO LESS " TY DR@
THAN THREE <3> FEET BELOW THE ANTENNA[S) COAX SHALL REMAIN STRAIGHT FOR A MINIMUM OF 4 FROM 12:00 -
MEASURED FROM THE TOP OF THE SIGN) AND ’
<NO LESS THAN NINE <9> FEET ABOVE TH>E GROUND BOTTOM OF CONNECTOR TO BEGINNING OF THE BEND IRVINE
— SITE INFORMATION:
9:00 200 (PRELIMINARY ADDRESS)
CENTER MEDIAN ON UNIVERSITY DR.
= 328' E/O C/L HARVARD AVE.
A IRVINE, CA 92612
% (STEEL STREET LIGHT POLE)
. 6:00
U — SHEET TITLE:
L 90
SCALE:
RISER DETAIL o 1 ELEVATIONS
—STAMP:
T0P OF STRUCTURE (35'-0" AGL) TOP OF STRUCTURE (35'-0" AGL)
1 CENTERLINE OF o 1
CENTERLINE OF TRI-SECTOR ANTENNA  (33'-9" AGL) TRIZSELTOR ARTERRA (3529 AGL)
TOP OF POLE (31°=0" AGL)
TOP OF POLE (31°-0" AGL) @ ?\@/ﬁ
TOP OF PANEL ANTENNAS (29°-0" AGL) ; TOP OF PANEL ANTENNAS (29'-0" AGL) [
CENTERLINE OF PANEL ANTENNAS (28'=0" ACL) ‘ CENTERLINE OF PANEL ANTENNAS (28°=0" AGL) ‘
COAX SHROUD BELOW ANTENNAS/ &',I COAX SHROUD BELOW ANTENNAS/ &',I
0t SPLcE VAULT
(VAULT #2) I Crown Castle
. ; " 1100 DEXTER AVE. NORTH, SUITE 250
<SIT>REIEOTQE\ R o SEATTLE, WA 98109
Bss e e
CROWN CASTLE TO PLACE

CROWN CASTLE TO PLACE
(2) 12,57 DIA. x 34" TALL
VENT STACKS

(1)=24"L x 21"W x 8"H CONC. PAD WITH
(1)-20"L x 17"W x 48"H (200 AMP) MYERS

ELECTRICAL METER PEDESTAL.

NOTE: SITE ADDRESS TO BE LABELED ON — PLANS PREPARED BY:

FACE OF METER PEDESTAL WITH MIN. 27
TALL REFLECTIVE ADHESIVE LETTERING.

CROWN CASTLE TO PLACE
(1)-24"L x 21"W x 8"H CONC. PAD WITH
(1)-20"L x 17"W x 48"H (200 AMP) MYERS
ELECTRICAL METER PEDESTAL.

NOTE: SITE ADDRESS TO BE LABELED ON
FACE OF METER PEDESTAL WITH MIN. 2
TALL REFLECTIVE ADHESIVE LETTERING.

cable
engineering
services

OLDCASTLE UTILITY VAULT
(5'x5'x6'=11.25")

CROWN CASTLE TO PLACE
(2) 12.5” DIA. x 34" TALL
VENT STACKS

PRESCOTT COMMUNICATIONS [INC.

(1) 24"x36"x30”

FIBER SPLICE VAULT 10640 Sepulveda Blvd. Suite 1, Mission Hills, CA 91345

b2 pn 20 1) 24°x36”x30” - ) - )
g\éng SXSSCXEBOVAUU %voi AUXUS;E‘ )(35 N g QR EIEOT' 28,5 J f‘éaﬂf ZE;OX (VAULT #1) Phone No.: (818)898-2352 Fax No.: (818)898-9186
OLDCASTLE UTILITY VAULT
<VAULT #I) - COUNDATION TO BE <PULL BOX #2) (5'x5'x6'=11.25") — C.E.S. PROJECT NO.:
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